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OVERALL AIRPORT SITE  PLAN
FRIEDMAN  MEMORIAL  AIRPORT SCALE : 1" = 250'-0"
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PARKING
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SITE SURVEY  PLAN
FRIEDMAN  MEMORIAL  AIRPORT SCALE : 1" = 40'-0"

AIRPORT CIRCLE

EXISTING RENTAL CAR
STAGING AREA



PLAN
NORTH

NEW TERMINAL
ADDITION

23,000 S.Y. NEW PLANT MIX ASPHALT

SNOW STORAGE AREAS

SECURITY
FENCE TO BE
RELOCATED

EXISTING ADMIN
OFFICE TO BE
REMOVED

EXISTING
ARFF TO BE
REMOVED

EXISTING
SRE TO BE
REMOVED

EXISTING
STORAGE

EXISTING
HANGAR

EXISTING
HANGAR

EXISTING STRUCTURE
TO BE REMOVED

EXISTING
PORTE-COCHERE

SECURITY
FENCE TO BE
RELOCATED

PROPERTY LINE

SECURITY
FENCE AND 30'
MANUAL GATE

EXISTING SECURITY
FENCE TO BE
RELOCATED

11 SPACES

38 SPACES

38 SPACES

38 SPACES

32 SPACES

32 SPACES

14 SPACES

15 SPACES

VANVAN

EXISTING
TREE

NEW
TREE

NEW LIGHT
TYP.

EXISTING PARKING
108 SPACES

NEW 20' (MIN.) GATE
AND FENCING

(4) BIKE RACKS

17 SPACES

VAN

EXISTING PUBLIC GATE
TO REMAIN

TERMINAL ENTRY ROAD

EXISTING GATE
TO REMAIN

NEW SECURITY
FENCE LOCATION

EXISTING PUBLIC GATE

NEW GATE

NEW SECURITY
FENCE

NEW DECORATIVE
SECURITY FENCE

PER MEAD AND HUNT

PLANTING BED TO REMAIN

NEW SIDEWALK
AND HEATED STAIRS

EXISTING GATE
TO BE RELOCATED

EXISTING STRUCTURE
TO BE REMOVED

EXISTING SIDEWALK
AND HEATED STAIRS

EXISTING SIDEWALK
AND HEATED STAIRS

NEW SERVICE ROAD +/- 6%

NEW SCREEN
WALL

SNOW STO. 'A' SNOW STO. 'B' SNOW STO. 'C'

SNOW STO. 'D'

SNOW STO. 'E'

SNOW
STO. 'J'

SNOW
STO.

'F'

SNOW STO. 'G'

SNOW STO.
'H'

SNOW
STO.

'I'

SNOW STORAGE CALCULATIONS

TERMINAL PARKING LOT AOB LOT

TOTAL PARKING AND CIRCULATION AREA
(UPPER ONLY) 128,500 SF 8,550 SF

TOTAL SNOW STORAGE REQUIRED (25% OF
PARKING AND CIRCULATION AREA)

32,125 SF 2,138 SF

SNOW STORAGE PROVIDED

SNOW STORAGE 'A' 2,796 SF -

SNOW STORAGE 'B' 3,602 SF -

SNOW STORAGE 'C' 4,592 SF -

SNOW STORAGE 'D' 10,304 SF -

SNOW STORAGE 'E' 2,783 SF -

SNOW STORAGE 'F' 4,380 SF -

SNOW STORAGE 'G' 3,050 SF -

SNOW STORAGE 'H' 833 SF -

SNOW STORAGE 'I' 418 SF -

SNOW STORAGE 'J' - 2,584 SF

TOTAL 32,758 SF 2,584 SF

AOB PARKING CALCULATIONS

FACILITY FACTOR PARKING REQUIRED PARKING PROVIDED

AOB REGULAR PARKING 14,146 SF/1000 14 17

AOB HANDICAP PARKING 1 PER 2012 IBC 1 1

AOB BICYCLE PARKING 25% AOB REGULAR PARKING 4 4

TERMINAL PARKING CALCULATIONS

FACILITY FACTOR PARKING REQUIRED PARKING PROVIDED SUMMER PARKING PROVIDED WINTER EXCESS PARKING SUMMER/WINTER

EXISTING REGULAR PARKING HISTORIC PEAK DAY DEMAND (152) + RESERVE
(110) 262 76 / 46

PROPOSED REGULAR PARKING HISTORIC PEAK DAY DEMAND (152) + RESERVE
(110) 262 326 315 64 / 53

PROPOSED HANDICAP PARKING 6 PER ADA REQUIREMENTS 6 8 8 2 / 2

BICYCLE PARKING 25% TERMINAL EMPLOYEES 8 8 8 -

EXISTING BICYCLE
PARKING TO REMAIN (4)

PROPOSED BICYCLE
PARKING (4)

9'x18' STALL
TYP.

←EXISTING TAXIWAY → ←EXISTING TAXIWAY →

PROPOSED XFRMR
LOCATION

CONDENSER

GAS SERVICE ENTRANCE

ELECTRICAL ROOM

EMERGENCY GENERATOR

*INCLUDES AIRPORT ADMINISTRATION PARKING

←EXISTING PAVEMENT TO REMAIN →

←EXISTING PAVEMENT TO REMAIN →

←EXISTING PAVEMENT TO REMAIN →
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SITE  PLAN
FRIEDMAN  MEMORIAL  AIRPORT SCALE : 1" = 30'-0"

EXISTING EDGE OF PAVEMENT
TO BE REMOVED

PROPOSED TRASH
LOCATION (8'x5' (2))

PROPOSED TRASH
LOCATION (8'x5')

EXISTING
TERMINAL

EXISTING TERMINAL
FOOTPRINT SHOWN
DASHED

NEW PLANTER STRIP
SEE LANDSCAPE PLAN

NEW PAINTED
CROSSWALK

NEW SCREEN
WALL

NEW SECURITY
FENCING LOCATION

EXISTING CURB TO
BE REMOVED

SHOWN DASHED



PLAN
NORTH

EXISTING TERMINAL

EXISTING ADMIN
OFFICE TO BE
REMOVED

EXISTING
ARFF TO BE
REMOVED

EXISTING
SRE TO BE
REMOVED

EXISTING
STORAGE

EXISTING
HANGAR

EXISTING
HANGAR

EXISTING STRUCTURE
TO BE REMOVED

PROPERTY LINE

EXISTING SECURITY
FENCE TO BE
RELOCATED

NEW GATE AND
FENCING

EXISTING PUBLIC GATE
TO REMAIN

TERMINAL ENTRY ROAD

NEW SSWR
MANHOLE
TYP.

EXISTING PUBLIC GATE

RELOCATED
GATE

NEW SIDEWALK
AND HEATED STAIRS

EXISTING STRUCTURE
TO BE REMOVED

EXISTING SIDEWALK
AND HEATED STAIRS

EXISTING SIDEWALK
AND HEATED STAIRS

NEW SERVICE ROAD +/- 6%

SCREEN
WALL

←EXISTING TAXIWAY →

←EXISTING TAXIWAY →

PROPOSED XFRMR
LOCATION

CONDENSER

GAS SERVICE ENTRANCE

ELECTRICAL ROOM

EMERGENCY GENERATOR

←EXISTING PAVEMENT TO REMAIN →

←EXISTING PAVEMENT TO REMAIN →

←EXISTING PAVEMENT TO REMAIN →
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SITE  UTILITY PLAN
FRIEDMAN  MEMORIAL  AIRPORT SCALE : 1" = 40'-0"

NEW 8" SANITARY SEWER
(TO BE CONSTRUCTED UNDER
A SEPARATE PROJECT)

UTILITY RELOCATES
(TO BE CONSTRUCTED UNDER
A SEPARATE PROJECT)

NEW SECURITY GATERELOCATE XFRMRS

EXISTING
HANGAR

EXISTING
HANGAR

EXISTING
HANGAR

UTILITIES TO BE
REMOVED

RELOCATE
EXISTING
HYDRANT

NEW LIGHT
TYP.

REMOVE LIGHT
TYP.

REMOVE/ABANDON
 EXISTING

PUMP STATION

RELOCATED SECTOR BOX
TRANSFORMER AND

METER RACK
RELOCATE SECTOR BOX

TIE INTO
EXISTING

SSWR

TIE INTO EXISTING SEWER
MANHOLE AT HAWKER WAY

H
AW

KER
 W

AY

REMOVE EXISTING
TRANSFORMERS
AND METER RACK

REMOVE EXISTING
SECTOR BOX

EXISTING POWER
SECTOR BOX AND
TRANSFORMER
TO BE RELOCATED

EXISTING GAS LINE
TYP.

EXISTING SSWR LINE
TYP.

UTILITIES TO BE
REMOVED
TYP.

NEW WATER LINE
TO MAINTAIN

LOOPED SERVICE

EXISTING WATER LINE
TYP.

RETAIN AND PROTECT
EXISTING FUEL FARM

ABANDON EXISTING POWER
TYP.

NEW WATER LINE (TYP)
(TO BE CONSTRUCTED UNDER
A SEPARATE PROJECT)

RELOCATED POWER
SECTOR BOX

EXISTING
TRANSFORMER
REFEED FROM
RELOCATED SECTOR
BOX

CONNECT
WATER INTO
EXISTING LINE

EXISTING
AUTOMATIC GATE
TO REMAIN

EXISTING GATE
TO BE RELOCATED

NEW PRIMARY
POWER FEED
TO TRANSFORMERS

EXISTING DRY WELL
TYP.

NEW
HYDRANT

RELOCATE
EXISTING
HYDRANT

NEW
HYDRANT

NEW
HYDRANT

EXISTING
WATER
MAIN

RELOCATE
EXISTING
HYDRANT

NEW
HYDRANT

EXISTING TERMINAL
FOOTPRINT SHOWN
DASHED

EXISTING CURB TO
BE REMOVED

SHOWN DASHED

TRENCH DRAIN

NEW
XFRMR

NEW TERMINAL
ADDITION

TIE INTO
EXISTING

GAS



PLAN
NORTH

NEW TERMINAL
ADDITION

EXISTING
OFFICE TO BE
RELOCATED

EXISTING
ARFF TO BE
RELOCATED

EXISTING
SRE TO BE
RELOCATED

EXISTING
STORAGE

EXISTING
HANGAR

EXISTING
HANGAR

EXISTING STRUCTURE
TO BE REMOVED

PROPERTY LINE

EXISTING PUBLIC GATE
TO REMAIN

AIRPORT WAY

NEW SIDEWALK
AND HEATED STAIRS

EXISTING STRUCTURE
TO BE REMOVED

EXISTING SIDEWALK
AND HEATED STAIRS

EXISTING SIDEWALK
AND HEATED STAIRS

←EXISTING TAXIWAY →

←EXISTING TAXIWAY →

←EXISTING PAVEMENT TO REMAIN →

←EXISTING PAVEMENT TO REMAIN →
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GRADING AND DRAINAGE PLAN
FRIEDMAN  MEMORIAL  AIRPORT SCALE : 1" = 40'-0"

EXISTING
HANGAR

EXISTING
HANGAR

EXISTING
HANGAR

H
AW

KER
 W

AY

RETAIN AND PROTECT
EXISTING FUEL FARM

EXISTING DRY WELL

NEW 12" STORM DRAIN
EXISTING DRY WELL

EXISTING DRY WELL

EXISTING DRY WELL

INSTALL NEW DRY WELL

INSTALL NEW DRY WELL

APPROXIMATE LOCATION
NEW STORM INLET. PIPE ROOF
DRAIN FROM TERMINAL TO
STORM DRAIN SYSTEM.

GRADING LIMITS

GRADING LIMITS

*APPROXIMATELY 17,500 C.Y. FILL REQUIRED FOR CURRENT AIRPORT OPERATIONS BUILDING LAYOUT

A.O.B. FFE: 5302.43'

EXISTING TERMINAL

EXISTING TERMINAL
FOOTPRINT SHOWN
DASHED

EXISTING CURB TO
BE REMOVED

SHOWN DASHED

AOB ROOF DRAINS
TO STORM SYSTEM











HANGAR
(EXT'G)

HANGAR
(EXT'G)

ADMIN/A.R.F.F./SNOW REMOVAL

STOR.
(EXT'G)

COLD

TERMINAL

H
A

N
G

A
R

 (E
X

T'
G

)

(R) INDICATES EXT'G
FIXTURE TO BE
REMOVED - TYPICAL

(E) INDICATES EXT'G
FIXTURE TO REMAIN -
TYPICAL

EXT'G FLOODLTS TO REMAIN -
WILL BE RE-AIMED LOWER,
SHIELDS WILL BE ADDED -
TYPICAL OF (6)

EXT'G FLOODLTS TO
BE REMOVED

40'20'0

© Copyright 2014
This document, or any portion thereof, shall
not be duplicated, disclosed, or used on any
other project or extension of this project
except by written agreement with Mead &
Hunt, Inc. Mead & Hunt shall not be
responsible for any unauthorized use of, or
alteration to these documents.
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PLAN
NORTH

NOT FOR CONSTRUCTION

FAX: 208-788-7634
Hailey, Idaho 83333

Paul Stoops Associates
Post Office Box 1130
TEL:  208-788-8993

1.6
LIGHTING CONTROL NOTES:

ALL NEW AREA LIGHTS ("F2") SHALL BE EQUIPPED WITH PHOTOCELLS AND
MOTION-SENSOR ACTIVATION.  FIXTURES ARE ENERGIZED AT SUNSET, AND WILL
"IDLE" AT APPROX. 30% OUTPUT, UNTIL ACTIVITY IS DETECTED, WHEREUPON
FIXTURE OUTPUT WILL GO TO FULL; FIXTURE WILL RETURN TO "IDLE" MODE
AFTER PRE-SET TIME DELAY.  FIXTURES WILL TURN OFF AT SUNRISE.
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IESNA RECOMMENDED

   MINIMUM  =  0.2 fc
   MAX/MIN RATIO  =  20:1 (MAX.)

PARKING LOT ILLUMINANCE
(PER IESNA RP-20-98):

MAIN PARKING

   MINIMUM  =  0.2 fc
   AVG.  =  1.8 fc

LOT PERFORMANCE:

   MAX.  =  6.9 fc

IESNA RECOMMENDED

   APRON  =  5.0 fc
   PEDESTRIAN = 2.0 fc

AIRCRAFT APRON ILLUMINANCE
(PER FAA AC150/5360):

AIRCRAFT APRON

   AVG.  =  1.4 fc

PERFORMANCE:

   MAX.  =  7.2 fc
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1.6B

FIXTURE DESIGNATION:  P1
   138 WATTS
   LED 4000K
   POLE-MOUNTED, AT 17'
   TYPE IV FORWARD-THROW DISTRIBUTION
   WITH MOTION-SENSOR STEPPED DIMMING

FIXTURE DESIGNATION:  P2
   (2) @ 138 WATTS
   LED 4000K
   POLE-MOUNTED, AT 17'
   TYPE IV FORWARD-THROW DISTRIBUTION
   WITH MOTION-SENSOR STEPPED DIMMING

FIXTURE DESIGNATION:  P3
   (2) @ 400 WATTS
   HID (METAL HALIDE)
   POLE-MOUNTED, AT 35'
   FLOOD LIGHT, AIMED @ APPROX. 60 DEG.
   MANUAL CONTROL, OFF AFTER-HOURS
   INTERNAL GLARE-REDUCING LOUVERS
   EXTERNAL HOOD (UPLIGHT & GLARE CTRL)

FIXTURE DESIGNATION:  A1
   24 WATTS
   LED 4000K
   WALL-MOUNTED, AT 12'
   TYPE III WIDE DISTRIBUTION

FIXTURE DESIGNATION:  A2
   14 WATTS
   LED 4000K
   RECESSED IN SOFFIT

FIXTURE DESIGNATION:  T1
   10 WATTS
   LED 3000K
   WALL-MOUNTED, UP-AND-DOWN
   UNDER ENTRY ROOF CANOPY

FIXTURE DESIGNATION:  T2
   11 WATTS
   LED 3000K
   RECESSED IN WALL AT SIDEWALKS

FIXTURE DESIGNATION:  T3
   15 WATTS/FT
   LED 3000K
   TOPS OF BEAMS IN PORTE COCHERE

   BRONZE FINISH
   BRONZE FINISH
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VESTIBULE

CAR RENTALCAR RENTAL

CAR RENTALCAR RENTAL

CAR RENTALCAR RENTAL

BAGGAGE CLAIM

VESTIBULE

ARTIST STUDIO

HOLDROOM
VESTIBULE

SECURED
HOLDROOM
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WOMEN'S

MEN'S

VESTIBULE

SECURITY

SECURITY
QUEUING

PRE-QUEUING

MECHANICAL

ELECRTICAL

VESTIBULE

LOBBY

FAMILY
TOILET
ROOM

VESTIBULE

MEN'S WOMEN'S

VESTIBULE JANITOR VESTIBULE FIRE
SPRINKLER

MECH.

OFFICE OFFICE

OFFICE

MAKE-UP MAKE-UP

TICKETING

TICKET QUEUING

LOBBY

OFFICE

OFFICE OFFICE OFFICE

OFFICE

WAITING STORAGE VESTIBULE STORAGE WAITING

SECURITY
QUEUING

SECURITY

OFFICE OFFICE

SECURED HOLDROOM SECURED HOLDROOM

VESTIBULE

SHOP

STOR.

MECH.

MEN'S

WOMEN'S

JAN.

VEST.

VEST.

HALL

MECHANICAL

GENERATOR
ROOM

WAITING

CORRIDOR

MAIN LEVEL FLOOR PLAN

WALL TYPE LEGEND

NEW WALL

EXISTING WALL

310'-5 1/2"

150'-8"

72'-0"56'-6"16'-0"

25'-7 1/2"13'-6"17'- 4 1/2"

132'-5 1/4"

122'-5 1/4"

17'-6"

10'-0"
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5:12 ROOF SLOPE

5:12 ROOF SLOPE

FLAT
ROOF

FLAT
ROOF

FLAT
ROOF

FLAT
ROOF

FLAT
ROOF

FLAT
ROOF

SKYLIGHT

POLYCARBONATE
FLAT ROOF

21'-3 5/8"

16'-0" 20'-6"

151'-3"

15'-6"

23'-10"

WALL TYPE LEGEND

NEW WALL

EXISTING WALL

POLYCARBONATE
FLAT ROOF

6'-6"
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LONGITUDINAL BUILDING SECTION @ NEW NORTH WING

LONGITUDINAL BUILDING SECTION @ NEW NORTH WING

TRANSVERSE BUILDING SECTION @ LOBBY
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